
Abstract
The growing expansion of protected horticulture in many

regions is occurring around densely populated areas where land
for agriculture is scarce, expensive or is used for other purposes.
Inexpensive plastic passively ventilated greenhouses are the com-
mon choice for protected cultivation in these developing regions.
The objective of this work was to analyse the effect of surrounding
constructions and natural obstacles on the thermal performance of
two naturally ventilated greenhouses. A saw tooth type greenhouse
(TCG), typical for Colombian production, and an optimised green-
house (OG) alternative with greater ventilation areas were anal-
ysed using computational fluid dynamics (CFD) with and without
the surrounding objects of a real environment. The results showed
that air exchange rate of a greenhouse with restricted ventilation
areas are greatly reduced when neighbouring objects are high
enough. This ventilation restriction is intensified under low wind
speed conditions. The temperature gradients of the OG green-

house were lower than those of the TCG scenarios due to the
increased ventilation rates. The rooftop ventilation index for the
OG greenhouse was increased by 65% with respect to the TCG
greenhouse index, resulting in a direct effect on the ventilation
rates. An improved air exchange with the outside can be reached
by increasing the greenhouse ventilation areas, especially the roof
vents, to overcome the airflow restrictions imposed by the sur-
rounding environment. This simulation exercise was validated
with field temperature data collected for a real OG prototype built
in the Bogota plateau, with results showing a similar pattern for
the internal temperature gradient as exhibited by the CFD model.

Introduction
Globally, greenhouse horticulture is expanding at a fast rate

with more than 55 countries growing commercial crops under pro-
tected conditions (Reddy, 2016). Nowadays, world greenhouse
production is established on an estimated area of 405,000 ha
(FAO, 2013), located mainly in Asian countries (e.g. China,
Korea, Japan), regions such as the Mediterranean basin or large
production clusters such as the Westland in the Netherlands. The
extensive use of inexpensive plastic greenhouses largely surpasses
the cropped area under high-tech glasshouses.

Plastic greenhouses have become the predominant choice for
protected cultivation in mild-winter climates and other warm
regions of the world (Castilla, 2002). Despite its variations, plastic
greenhouses are characterised as low cost, passively ventilated and
unheated structures with minimal to none use of active climate con-
trol systems (Tuzel et al., 2017). These greenhouses largely depend
on the outer climate; therefore, the climate control is limited to reg-
ulating the air exchange with the exterior through the vents.

During the last decades, microclimate improvement of plastic
greenhouses has caught the attention of researchers worldwide
due to the need to optimise the conditions under which crops are
grown within these structures. The research has mainly focused on
the study of sidewall and rooftop vents configurations to improve
their design in terms of dimensions and position (Kacira et al.,
1998; Bartzanas et al., 2004; Molina-Aiz et al., 2006; He et al.,
2015). At present, modelling complex phenomena such as the nat-
ural ventilation of greenhouses is possible due to the ever-growing
computing power of modern workstations and the development of
advanced numerical techniques. Computational fluid dynamics
(CFD) is a tool for simulating fluid flow systems as well as the
interaction of the fluid with solid bodies by solving the equations
of fluid motion (Blazek, 2015). Worldwide, CFD has become the
preeminent tool to model and design ventilation systems by deliv-
ering realistic simulations of the inside airflow, mass and heat
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transfer in greenhouses (Norton et al., 2007). Any commercial
package divides the CFD modelling process into three pre-defined
environments, namely pre-processing, solving and post-processing.
The pre-processing stage includes problem consideration, geometry
definition, mesh development, physical properties setup and the
solving techniques and parameters specification (Norton et al.,
2007). Regularly, during the pre-processing stage of a ventilation
analysis, the greenhouse geometry, either in 2D or 3D, is embedded
into a large computational domain to represent the surroundings.
This large computational domain around the greenhouse must be
secured to allow the natural airflow.

Therefore, the greenhouse geometry is the only physical object
included in the computational domain. While this could be ade-
quate for design purposes, the performance of the ventilation sys-
tem can be compromised when the greenhouse is built in a real-
world setting. Nearby buildings and infrastructure may affect the
ventilation rate of a greenhouse and limit the air exchange with the
exterior. To our knowledge, only a handful of greenhouse ventila-
tion studies have considered the presence of other objects within
the computational domain. For instance, Fatnassi et al. (2006)
analysed the optimisation of greenhouse insect screening using an
experimental greenhouse coupled to a building and with a cypress
hedge on one side of the greenhouse. However, the effect of these
objects on the greenhouse vents performance was not discussed
since it was not the purpose of the study. Majdoubi et al. (2009)
developed a CFD 3D model to predict the daytime airflow of a
large-scale commercial greenhouse. Another greenhouse, located
east to the one under study, was placed within the computational
domain. Since the direction of the air entering the greenhouse was
west east, the influence of the neighbour greenhouse over the stud-
ied one was not considered.

Conversely, since the late 70’s, the wind loads and flow fields
have been investigated for low-rise buildings normally built in
large groups. Recently, Kim et al. (2015) found that the shielding
effect of nearby buildings increase significantly with area density
and recommended wind engineers to be cautious in their choices of
aerodynamic coefficients. The study of the flow field and mutual
interference of densely clustered high-rise buildings indicated that
wind-induced aerodynamic interference can be negligible or not
depending if the buildings are located downstream or upstream
from the studied one (Dongmei et al., 2017). For large cooling
towers, characterised as thin-wall structures, it has been demon-
strated that the wind pressure distribution is more complex when
they are arranged into clusters than the one of an isolated tower
(Zhao et al., 2018).

In order to optimise the design of a passively ventilated plastic
greenhouse, the objective of the present work was to analyse the
influence of the natural surroundings on the air exchange rate and
thermal performance of two plastic greenhouses. To this purpose,
a 2D CFD model was developed and validated for a real scale
greenhouse prototype under the conditions of the Bogota plateau
(Colombia).

Materials and methods

Greenhouses description
To evaluate the influence of the natural surroundings on the

airflow of plastic greenhouses we selected two greenhouse
designs, namely the standard greenhouse used by most Colombian
growers (TCG) and an optimised greenhouse design (OG). The

TCG greenhouse is a saw tooth type greenhouse featuring a perma-
nently leeward open ridge, which in combination with adjustable
openings in the sidewalls conformed the natural ventilation sys-
tem. The OG greenhouse is higher with wider spans and features
windward and leeward open ridges combined also with sidewalls
vents. A vertical plastic deflector of 1.87 m in length divides the
open ridge ventilation in two sections forcing the passing air to
enter the greenhouse area. The main features of the two greenhous-
es are presented in Table 1.

Site description
The area of the aforementioned greenhouses designs was lim-

ited to ca. 3000 m2 due to an available piece of land matching that
area at the Centro de Bio-Sistemas (4º53’04’’ N, -74º00’48’’ W,
2620 m.a.s.l.) of the Universidad Jorge Tadeo Lozano located in
the municipality of Chía, nearby Bogota, Colombia’s capital city.
This area is enclosed by a series of greenhouses, tree lines and
hedgerows, mimicking the situation faced by growers when they
decide to start or expand their business in densely populated areas
such as the peri-urban surroundings of Bogota.

Numerical simulation
CFD modelling is based on the solution of the equations that

govern the moment, energy and continuity applied, in this case, to
the airflow inside the greenhouse. These equations can be repre-
sented as convection-diffusion equations of a compressible fluid in
a two-dimensional (2D) field as follows:

                                                        
(1)

where ρ is the density of the fluid (kg m–3), ∇ is the Laplace oper-
ator, f represents the concentration variable, is the velocity vec-
tor (m s–1), Γ is the diffusion coefficient (m2 s–1) and Sf represents
the source term (Piscia et al., 2012). For a more detailed descrip-
tion of the principles of CFD and its governing equations the read-
er is referred to the reviews carried out by Norton et al. (2007) and
Norton et al. (2006).

                             Article

Table 1. Main features of the two greenhouse designs under study.

Characteristic                                               TCG                      OG

Area (m2)                                                                         2992                            3025
Width (m)                                                                         54.4                              55
Length (m)                                                                        55                                55
Number of spans                                                               8                                  5
Span width (m)                                                                6.8                               11
Minimum height under gutter (m)                              3.3                               4.4
Maximum height under gutter (m)                             4.7                               6.4
Minimum height at ridge (m)                                       5.5                              8.07
Maximum height at ridge (m)                                      6.7                              10.2
Length of the rooftop vent (m)                                    0.6                               1.6
Rooftop vent area (m2)                                                  264                              440
Sidewall vent area (m2)                                                557.8                            792
Total ventilation index* (%)                                         28.6                             40.7
Rooftop ventilation index° (%)                                    8.8                              14.6
TCG, tooth type greenhouse; OG, optimised greenhouse. *Total ventilation index = Vents area/Area;
°Rooftop ventilation index = Rooftop vent area/Area.
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This set of equations was solved by using the ANSYS Fluent
software (v. 17.0). The turbulent nature of the airflow was simulat-
ed using the standard k-ε turbulence model, which is based on two
main equations, one for k representing kinetic energy and the other
for ε representing the rate of dissipation in time and volume units.
This model has been the most used and validated in studies focused
on greenhouses demonstrating adequate precision (Fatnassi et al.,
2006). All the simulations considered the energy equation, which
allowed analysing the scalar field of temperatures inside the green-
house. Likewise, the Boussinesq approach was considered in order
to evaluate the phenomenon of air buoyancy.

The selected method to solve the fluid flow equations was the
finite volume method, in which the result is obtained through the
discretisation and integration of the transport equations through the
division of the computational domain in an unstructured mesh.

Mesh generation
The initial step was the generation of geometric models that

represented the cross section of the studied greenhouses and their
surroundings reflecting the real experimental conditions. These
geometric models were used to analyse the behaviour of the air-
flow and the temperature inside each greenhouse. Each green-
house cross section was included within a large computational
domain in order to guarantee that the numerical solution of the
flow field outside the greenhouse will not be affected, and to
allow an appropriate definition of the atmospheric boundary
layer. The dimensions of the computational domain were 60 m
height and 310 m length as shown in Figure 1. This size was
determined following the CFD guidelines for calculating the
wind environment around buildings according to Tominaga et al.
(2008). These authors established that the lateral and upper limits
should be at a minimum distance of 5H of the greenhouse, where
H is the height of the target greenhouse. The outlet flow limit
must be set at a minimum distance of 10H behind the greenhouse.
The computational domain was composed by a grid of square
elements divided into 315,476 cells for TCG and 313,742 cells
for OG. These numbers of elements were obtained after verifying
the independence of the airflow numerical solution to mesh sizes
with a higher and lower number of elements according to the pro-
cedure reported by He et al. (2017). Each of these meshes was
built using the ANSYS software package (v. 17.0).

A fundamental criterion to establish the accuracy of the solu-
tions obtained through CFD is the quality of the mesh. The quality
parameters evaluated were the size of the cells and the variation of
the cell-to-cell size, finding that 98.3% and 98.76% of the mesh
cells for TCG and OG, respectively, were within the high-quality
range (0.95-1). Orthogonal quality was also evaluated, yielding
values of 0.93 for TCG and 0.95 for OG, results that were classi-
fied within the high-quality range (Flores-Velázquez et al., 2015).
The convergence criteria of the model were established at a value
of 10–8 for the energy equation and at 10–6 for the continuity,
momentum and turbulence equations (Baxevanou et al., 2017).

Boundary conditions
The left and right limits of the computational domain were

established as limits of air intake or pressure output depending on
the scenario under consideration. A uniform wind speed profile
was considered, evaluating speeds equal or below 1.28 m s–1 and a
temperature of 292.7 K. This wind speed range and temperature
are predominant in the study area during daylight hours. These val-
ues were established from a climatic characterisation carried out
with historical data recorded during a period of six years.

The upper part of the domain was fixed with symmetrical
properties so as not to generate friction losses of the airflow in con-
tact with this surface. The simulations considered the atmospheric
characteristics of the municipality of Chia such as an atmospheric
pressure of 74980 Pa and gravity of 9.81 m s–1. Other parameters
considered for the boundary conditions were the air viscosity
(1.7E-05 kg m–1 s–1), cover temperature (300.1 K), greenhouse
bare soil temperature at 10 cm depth (301.1 K) and the external
floor temperature (295 K). The boundary conditions of the materi-
als involved in the simulation domain are presented in Table 2. The
lower part of the domain was considered as soil and the structure
of the greenhouse was set as a wall boundary condition as reported
by Baeza (2007), applying the physical and thermal properties of
polyethylene taken from Mesmoudi et al. (2017). The model did
not include any crop and additionally, the greenhouse was assumed
to be hermetic. These simplifications are valid since the errors that
may arise will have the same degree of magnitude for each sce-
nario. To simulate the atmospheric boundary layer, we generated a
logarithmic wind speed profile for the inlet boundary (Richards
and Hoxey, 1993). This profile was linked to the main CFD mod-
ule through a user-defined function, according to the following
equation:

                                                        
(2)

where v(y) is the average wind speed above the ground level, yo
represents the roughness of the surface that for this case was estab-
lished at 0.0161 m in function of the local terrain (Wieringa, 1992),
v* is the friction speed and K is the von Karman constant with a
value of 0.42.

Scenarios
The effect of the natural surroundings on the ventilation rates

and thermal behaviour of the two greenhouses was analysed
assuming the presence (S1) or not (S2) of obstacles around the
greenhouses and at three wind speeds (A: 0.02; B: 0.55; C: 1.28 m
s–1). For all the simulated scenarios, both rooftop and side wall
vents were kept fully open. This in order to select the appropriate
greenhouse model for the study area. For the scenarios including
the natural surroundings, the computational domain included three
consecutive multi-span greenhouses to the right of the studied one.
Two of these greenhouses were the same saw tooth type as TCG,
while the other one was a four-span glasshouse equipped only with

                             Article

Table 2. Physical properties of the materials included in the computational domain.

Material                         Density (kg m–3)                      Thermal conductivity (W m–1 K–1)                        Specific heat (J kg–1 K–1)

Air                                                           1.225                                                                          0.0242                                                                                   1006.43
Polyethylene                                          923                                                                             0.38                                                                                        2300
Soil                                                          1300                                                                             1.0                                                                                          800
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rooftop ventilation. To the left of the greenhouse, a tree line 11.5 m
tall was present and we treated it as a porous medium (Figure 1).

Model validation
The validation of the CFD model was made through the com-

parison between the results of the simulations of the thermal
behaviour of the greenhouse and the experimental record of the
temperature inside the real scale OG greenhouse. The greenhouse
kept the dimensions of the virtual design and its longitudinal axis
was oriented in the East-West direction.

The external climate was recorded by a meteorological station
(Vantage Pro2 Plus, Davis Instruments, Hayward, CA, USA) locat-
ed 10 m to the west of the greenhouse. The station integrated sen-
sors of global radiation, temperature, relative humidity, precipita-
tion, wind speed and direction placed at 2 m height. The green-
house air temperature was recorded by means of five T-type ther-
mocouples (copper-Constantan) connected to an equal number of
data loggers (Cox-Tracer Junior, Escort DLS, Edison, NJ, USA).
The set of thermocouples were evenly deployed along the trans-
verse axis of the greenhouse and at the midpoint of the longitudinal
axis. placed in white PVC cylinders to reflect direct sunlight at a
height of 1.5 m from the ground surface. The recording stations
both outside and inside the greenhouse recorded data every 10
minutes.

Field data used for validation was recorded for a period of 27
days during November and December 2016 and only daylight data
was used for the CFD model validation. During this period, the
ventilation configuration of the prototype greenhouse and the
neighbouring greenhouses resembled the simulated ventilation
configuration used by the CFD model.

Results and discussion

Greenhouses without natural surroundings
The results for the idealised setup in which the greenhouses are

located within a free obstacle area are presented in Figure 2 for the
corresponding scenarios of TCG and in Figure 3 for OG scenarios.

Under this setup, the internal airflow exhibited a relatively homoge-
neous condition and a low-temperature gradient (DT) between the
interior and the exterior for both greenhouses.

The numerical simulations allowed determining the ventilation
rate (Φ, m3 m–2 s–1) by integrating the air velocity in each of the green-
house vents. For the TCGS1 scenarios, Φ ranged between 0.009 and
0.046 m3 m–2 s–1 for external wind speeds of 0.02 and 1.28 m s–1

respectively. Despite the greenhouse is not surrounded by any
objects, the Φ are suboptimal for the scenarios with wind speeds
equal or below 0.55 m s–1. According to ASABE (2008), the recom-
mended Φ for naturally ventilated greenhouses should be at least 
0.04 m3 m–2 s–1. The DT for these scenarios ranged between 1.1 and
3.9 K as a function of the wind speed.

The results for the OGS1 scenarios at different wind speeds indi-
cated Φ values ranging from 0.062 to 0.164 m3 m–2 s–1. These Φ val-
ues increased with respect to the TCG scenarios, due to: i) an incre-
ment of 17.4% in the proportion between roof and sidewall vents
areas; and ii) the general increase in the ventilation indexes normally
used in passive greenhouses such as the rooftop ventilation index and
the total ventilation index (Table 1). The rooftop ventilation index for
the OG greenhouse represented a 65% increment as compared to the
index for the TCG greenhouse, resulting in a direct effect on the ven-
tilation rates, as previously shown by Romero-Gómez et al. (2010).
On the other hand, the total ventilation index of 40.7% was signifi-
cantly higher than the general recommendation for passive green-
houses to be equal to 30% (FAO, 2002). The temperature gradient for
the OG greenhouse at different wind speeds ranged between 0.5 and
1.6 K. These temperature gradients were lower than those observed
for the TCG scenarios due to the increased ventilation rates of the OG
greenhouse. Looking at the results for both greenhouses, it was evi-
dent the inverse relationship between Φ and DT.

Greenhouses including natural surroundings
The wind speed profiles and temperature distribution maps for

the scenarios where the greenhouses are surrounded by objects
indicated a generalised decrease of the internal airflows (Figures 4
and 5). This translates into lower ΔT values and a greater hetero-
geneity of the temperature in comparison with the greenhouses
scenarios excluding the natural surroundings.

The behaviour of the natural ventilation in the TCG green-
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Figure 1. Computational domain of the (A) tooth type greenhouse (TCG) and (B) optimised greenhouse (OG) greenhouse designs
including the presence of the natural surroundings. 
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house presented a greater sensitivity to the presence of obstacles
on its sides; the value of Φ for the TCGS2 simulations ranged
between 0.006 and 0.034 m3 m–2 s–1, for the lowest and the highest
wind speeds included in the simulations, respectively. These
results represent a decrease of 33 and 26% in comparison with the
Φ obtained for the TCGS1 scenarios.

The analysis of the air flows for the TCG scenarios indicated
that for wind speeds below 0.27 m s–1 (Figure 4), the outside cold
air entered the greenhouse through the sidewall ventilations from
the two sides, and moves through the lower area displacing the hot
air to the fixed openings of the roof ventilation. This is a character-
istic behaviour for low wind speeds where the thermal effect pre-
dominates over the wind effect of natural ventilation (Haslavsky et
al., 2006). A two-step roof greenhouse similar to the OG design of
the present work yielded a 39% higher air flow rate at the roof
opening section and a maximum temperature 4ºC less than that of
the arch type greenhouse model commonly used for sweet peppers
in Thailand (Limtrakarn et al., 2012). As stated by Mistriotis et al.

(1997), a high ventilation efficiency is required particularly when
low wind speeds coincide with high temperatures, therefore, atten-
tion should be paid to the ventilation efficiency under low wind
speed conditions.

In the case of the OG greenhouse, the Φ results were less
affected by the presence of obstacles around the structure. On aver-
age, the Φ decreased 3.2% at the lowest wind speed of 0.02 m s–1

while the decrease at the higher wind speed (1.28 m s–1) was only
3%. The positive behaviour of the natural ventilation in the OG
greenhouse is attributed to a greater rooftop ventilation area and to
the presence of vents openings on each side. These features restrict
the negative effects that the surrounding objects impose on the
internal greenhouse airflow (Baeza et al., 2014). The combination
of rooftop and sidewall ventilations maximised the natural ventila-
tion effect mainly under low outdoor wind speed conditions (<1.5
m s–1), as stated by Baeza et al. (2009).

The scenarios including the natural surroundings resulted in
higher ΔT for both greenhouse types, mainly as a result of the
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Figure 3. Wind speed (A, B, C) and temperature (D, E, F) profiles of the simulations carried out for the optimised greenhouse without
the presence of natural surroundings under wind speeds of 0.02 (A, D), 0.55 (B, E) and 1.28 (C, F) m s–1. 

Figure 2. Wind speed (A, B, C) and temperature (D, E, F) profiles of the simulations carried out for the tooth type greenhouse without
the presence of natural surroundings under wind speeds of 0.02 (A, D), 0.55 (B, E) and 1.28 (C, F) m s–1. 
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Figure 6. Ventilation rates (A) and thermal difference (B) between the interior and the exterior of the greenhouses at different wind
speeds and under the presence or not of obstacles. 

Figure 5. Wind speed (A, B, C) and temperature (D, E, F) profiles of the simulations carried out for the optimised greenhouse with the
presence of natural surroundings under wind speeds of 0.02 (A, D), 0.55 (B, E) and 1.28 (C, F) m s–1.  

Figure 4. Wind speed (A, B, C) and temperature (D, E, F) profiles of the simulations carried out for the tooth type greenhouse with
the presence of natural surroundings under wind speeds of 0.02 (A, D), 0.55 (B, E) and 1.28 (C, F) m s–1. 
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lower ventilation rates. The ΔT calculated for the scenarios of the
TCG greenhouse was between 2.6 and 1.2 K higher under the sce-
nario with natural surroundings at the wind speeds of 0.02 and 1.28
m s–1 (Figure 6), respectively. The ΔT of the OG greenhouse pre-
sented a lower degree of variation, with ΔT that only exceeded
those observed at the OGS1 scenarios by 0.6 and 0.1 K for the
same wind speeds (Figure 6). These results confirmed the
improved performance of the natural ventilation in the OG green-
house. When the internal microclimate of a greenhouse shows a
heterogeneous condition affects physiological processes such as
transpiration and photosynthesis (Bartzanas et al., 2004), leading
to agronomic consequences such as the lack of uniformity both in
quantity and quality of the harvested product.

Computational fluid dynamics model validation
To check the validity of the CFD simulations, we installed an

array of sensors within a real scale prototype of the OG green-
house. The temperature profiles at different wind speeds registered
during the field data collection period are presented in Figure 7.
Despite the wind speed, the temperature profile exhibited the same
trend along the transverse axis of the greenhouse. The air entered
with a higher temperature than the one observed on the other end
of the greenhouse. A decreasing trend of the temperature was
observed along the line of sensors. The highest temperature differ-
ence was 2.8 K for the wind speed intervals (0.4, 0.9) and (0.9, 1.3)
m s–1. At the lowest wind speed interval, the temperature differ-
ence across the greenhouse was 1.9 K while at the highest wind
speed interval (1.3, 2.7) m s–1 the temperature difference was 1.6
K. These results were compared qualitatively with those from the
CFD simulations (Figure 5). The CFD simulations showed the
same temperature trend along the transverse axis. According with
the simulations, at higher wind speeds the temperature differences
increased up to values around 2 K. While the CFD simulations
were carried out only for a wind speed up to 1.28 m s–1, the wind
speeds registered on the field reached a maximum of 2.7 m s–1.
Despite the dynamic behaviour of the climate in the real situation,
the temperature trends within the greenhouse resembled the tem-
perature pattern resulting from the CFD modelling. However, it
should be noted that this validation procedure is an indirect one
since we were not able to measure the air speed within the green-
houses. Therefore, based on the available equipment, we registered
the temperature profile within the greenhouse and used it as the
variable to assess the results of the CFD simulations. When wind

and buoyancy driving forces occur simultaneously under uncon-
trolled meteorological conditions make it hard to analyse the influ-
ence of each parameter and to draw general conclusions (Nore et
al., 2010). Nevertheless, since CFD couples temperature and
velocity fields, the use of on-site temperature measurements is
appropriate to get an approximate idea on how well the CFD model
is representing the airflow within the greenhouse.

Conclusions
The expansion of greenhouse horticulture in periurban areas is

facing challenges such as the availability of land. New greenhouse
facilities have to be accommodated around overcrowded areas
impacting the performance of their ventilation system, especially
when the greenhouse is passively ventilated. As demonstrated in
this work, the ventilation of a greenhouse with restricted ventila-
tion areas is heavily reduced when its surroundings are filled with
neighbouring objects high enough to limit the free circulation of
the air into the greenhouse. This ventilation restriction is exacer-
bated under low wind speed conditions, such as those observed in
the Bogota plateau.

Increasing the greenhouse ventilation areas, in particular those
from the roof, allows for an improved air exchange with the out-
side, overcoming the restrictions imposed by the surrounding envi-
ronment. Once the ventilation rate of a greenhouse is increased, the
air exchange with the outside allows a more uniform climate con-
dition within the cropping area. While CFD has demonstrated to be
a powerful tool to simulate the inside climate of several greenhous-
es, care must be taken when designing greenhouses without con-
sidering the natural environment in which the greenhouse will be
placed. The CFD method has the available tools to include any
kind of object affecting the ventilation of a greenhouse, therefore a
more realistic modelling and simulation job can be carried out.
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