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Abstract 

Greenhouse heating systems require control strategies that reduce unnecessary energy use while maintaining crop-safe temperatures 
under dynamic winter conditions. This study evaluated the practical application of machine learning (ML)-based forecasting for 
greenhouse temperature control in a single winter greenhouse equipped with a pellet boiler, heat-storage tank, and tube-rail heating 
system. Data were collected for 55 d under real operating conditions, including internal environmental variables and external weather 
variables such as external temperature, humidity, dew point, and solar radiation. Prediction and forecasting models were developed 
using time-series ML algorithms with gap labeling, and iterative learning was conducted using 7 d of training data and 1 d of vali-
dation data. The developed models showed an average r² of 0.77 and RMSE of 1.43°C across the evaluated cases. The forecasting 
results were then applied to a data-driven predictive control (DDPC) strategy to assess whether heating supply could be stopped ear-
lier than in the conventional on/off control scenario. Compared with the baseline control scenario, the DDPC-based strategy showed 
an estimated 5-15% reduction in heating supply operation time. This value should be interpreted as an operation-time-based estimate 
under the tested pellet-boiler greenhouse conditions, rather than as a direct measurement of pellet-fuel consumption. The results indi-
cate that 30- and 60-min forecasting horizons can support practical heating-control decisions, whereas longer horizons may increase 
the risk of low-temperature stress. Therefore, this study emphasizes the field-based implementation of ML forecasting for real-time 
greenhouse control and clarifies its operational limitations under actual winter conditions.
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Introduction  
The increasing global population and climate change pose sig-

nificant challenges to food security, requiring substantial improve-
ments in agricultural productivity and energy efficiency. On 
November 15, 2022, The United Nations announced that the global 
population had reached 8 billion and was expected to grow to 
approximately 9.7 billion by 2050, necessitating an increase of 
more than 70% in food production over current levels (da Rosa 
Righi et al., 2020; Pardey et al., 2014). This significant challenge 
demands urgent and innovative solutions to satisfy the increasing 
food demand while addressing the pressing concerns of climate 
change and resource constraints. Therefore, there is a demand for 
automated technologies to execute effective agricultural operations 
and improve crop productivity and energy consumption. The appli-
cation of automation technology in conventional field farming is 
challenging because of environmental variability, high costs, and 
technical constraints. Therefore, automation technologies are con-
tinuously being developed and used in controlled cultivation sys-
tems. Greenhouses offer a controlled environment that mitigates 
the unpredictability of traditional farming, providing a viable solu-

tion for enhancing productivity and crop resilience amid climate 
change. Greenhouses maintain stable production owing to their 
limited exposure to the external environment; however, they con-
sume a considerable amount of energy. Energy is required for cool-
ing during summer and heating during winter, which increases 
crop production costs and causes environmental pollution. With 
the rising energy consumption in greenhouses, there is an urgent 
need for efficient and sustainable energy management practices. 
Without such measures, the environmental and economic costs of 
greenhouse agriculture could outweigh its benefits and jeopardize 
the long-term viability of these systems. Hence, it is necessary to 
develop energy optimization technologies to operate controlled 
agricultural greenhouses efficiently. Controlled agriculture 
demands more energy than conventional open-field farming, mak-
ing it imperative to implement effective environmental controls to 
reduce energy usage. An accurate prediction of the internal condi-
tions of a greenhouse is essential for this purpose, and various sim-
ulation studies have been conducted in this regard. Developing 
advanced predictive models is essential not only for optimizing 
energy usage but also for maintaining a balance between crop pro-
ductivity and sustainability. 
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In terms of simulation modeling for prediction and forecasting, 
Conventional simulation approaches, including analytical models 
and computational fluid dynamics, are effective for steady-state 
analysis but have limitations in capturing dynamic environmental 
changes, necessitating more advanced data-driven approaches. 
However, with recent advancements in computer technology, 
three-dimensional simulation techniques have emerged (e.g., com-
putational fluid dynamics), allowing for more accurate predictions 
of environmental changes based on actual internal configurations 
and boundary conditions (Cemek et al., 2017; Chen et al., 2015; 
Guzmán et al., 2019; Kim et al., 2017; Outanoute et al., 2015). 
These simulation models can be used to analyze phenomena based 
on set boundary conditions in a steady state, enabling the evalua-
tion of systems without considering time-dependent effects. 
However, they have limitations in predicting transient states. 
Consequently, steady-state simulation models are primarily used 
for initial design reviews or simple assessments of internal envi-
ronments. Therefore, advanced analytical methods are required for 
complex dynamic situations and unexpected environmental predic-
tions. Steady- and transient-state conditions use similar but distinct 
concepts for prediction and forecasting. Prediction focuses on esti-
mating the current state, whereas forecasting aims to estimate 
future states (Runge and Saloux, 2023; Runge and Zmeureanu, 
2019). Prediction models perform analyses based on theoretical 
models and existing simulations according to boundary conditions 
and are used for design modifications and system configurations. 
By contrast, forecasting models based on current data and data 
characteristics enable real-time control and predictive mainte-
nance. Optimization studies have been conducted based on these 
differences, and detailed distinctions between prediction and fore-
casting have been investigated. As mentioned previously, when 
developing a machine learning (ML) simulation model using time-
series data, differences between the prediction and forecasting 
models arise depending on the data labeling method. Prediction 
models are used to predict the internal state at the current time, 
whereas forecasting models predict future states and can be used as 
a basis for control. 

In terms of optimal control systems for energy reduction, con-
ventional control systems manage each device individually, and 
operators manually adjust them, leading to excessive energy use 
and increased overall energy consumption (Kadlec and Gabrys, 
2009). To address these issues, intelligent integrated management 
systems have been developed (e.g., building energy management 
systems). These systems, through model predictive control (MPC), 
have been demonstrated to save 15-40% of building energy usage 
(Choi and Lee, 2023; Lee et al., 2022; Serale et al., 2018; Yao and 
Shekhar, 2021; Zhang et al., 2018). Moreover, to overcome the 
limitations of MPC, data-driven predictive control (DDPC) can be 
used to achieve more effective energy optimization (Deng et al., 
2023; López Santos et al., 2023). The most representative time-
series analysis model for predictive control is the autoregressive 
integrated moving average (ARIMA) model. This model is useful 
for analyzing data that change over time to predict future varia-
tions (Dahl et al., 2017; Frausto et al., 2003; Song et al., 2021). 
The ARIMA model has been extensively used in research to pre-
cisely predict internal environments through environmental control 
and improve agricultural production (Lv et al., 2018; Wu et al., 
2023). Recently, the Prophet model, which was enhanced using 
statistical techniques, has also been employed. Given that model 
performance varies depending on the data characteristics and 
analysis methods, efforts to develop an optimal model are ongoing 
(Wang et al., 2023). Building systems are relatively less affected 
by the external environment, whereas controlled agriculture is 

associated with challenges owing to additional variables (e.g., 
solar radiation, external temperature, external humidity, and crop 
characteristics). Therefore, it is difficult to apply predeveloped 
models, and hybrid intelligent control systems have been proposed 
(Wang et al., 1997). The results of various studies on optimization 
control have enhanced energy efficiency by enabling precise pre-
dictions of the internal greenhouse environment (Jung et al., 2020; 
Venkateswaran and Cho, 2024). With recent advancements in arti-
ficial intelligence (AI), more precise predictive models essential 
for smart agricultural systems are being developed (Kumari and 
Toshniwal, 2021). AI-based predictive models can provide more 
accurate forecasts by considering various environmental variables, 
thereby optimizing greenhouse heating and cooling systems. 

Anticipating environmental changes is essential for reducing 
energy consumption in controlled agriculture. Forecasting models 
based on real-time data enable proactive control of greenhouse 
environments, improving both energy efficiency and operational 
performance. However, most previous studies have primarily 
focused on model accuracy, with limited attention to how forecast-
ing results can be integrated into actual greenhouse heating-control 
decisions. The research gap addressed in this study is the field-
based implementation of forecasting-based control in a real pellet-
boiler greenhouse system, rather than the proposal of a new ML 
architecture. Specifically, this study evaluates whether short-term 
ML forecasting can support earlier heating-supply decisions under 
the operational constraints of a pellet boiler, heat-storage tank, and 
tube-rail heating system. Accordingly, the objective of this study is 
to clarify the practical applicability and limitations of DDPC for 
greenhouse heating operation under actual winter conditions. A 
preprint version of this manuscript has been previously published 
in SSRN (Oh et al., 2024a). 
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Figure 1. Architecture of machine-learning model development 
for a greenhouse system.



Materials and Methods 
Figure 1 illustrates the development and optimization process 

for the internal environment temperature prediction and forecast-
ing model proposed in this study.  
i) Data mining: data were collected from a greenhouse system, 

and characteristic variables were extracted to identify those 
with the highest correlation coefficients. 

ii) Data splitting: the selected data were normalized and divided 
into training and testing datasets. 

iii) Algorithm selection: the models were developed using time-
series algorithms (e.g., recurrent neural networks [RNN], long 
short-term memory [LSTM], and gated recurrent units 
[GRU]). 

iv) Development of prediction models and optimization: predic-
tion models were developed, and the hyperparameters were 
optimized through a grid search, aiming for a coefficient of 
determination of 0.9. 

v) Development of forecasting model and evaluation: the applica-
tion strategies of the forecasting model were analyzed based on 
the prediction model, and the baseline energy reduction was 
estimated. 

Data processing and analysis 

Data collection 
This study was conducted in a greenhouse at Kangwon 

National University (300 m², Hyoja-dong 192-1, Chuncheon-si, 
Gangwon-do). A heating system using renewable energy was intro-
duced to maintain the internal temperature of the greenhouse dur-
ing winter (Figure 2). 

The heat energy supply device used was a typical domestic 
pellet boiler (KN-23D, KYUWON Co., Korea) with a maximum 
heating output of 23,000 kcal/h (Figure 3a). Various issues arise in 
field systems that supply energy through renewable sources. For 
pellet boilers, the variable characteristics of solid fuel make it dif-
ficult to provide a stable heat source. To address this issue, a heat 
storage tank (Figure 3b) was added as a buffer to ensure a stable 

heat supply. The internal environment temperature was controlled 
with an on/off mechanism set between 17℃ and 20℃. The final 
supply to the greenhouse was conducted using a tube–rail system 
(Figure 3c). The tube rail, made of galvanized steel, was designed 
to transfer heat through radiant energy with the heating fluid flow-
ing inside the pipe. In addition, it can be used as a track for smart-
farm automatic transport robots and harvesting devices. The max-
imum heat dissipation capacity of the tube rail was 71 W/m at a hot 
water temperature of 55℃, and it was designed with a length of 
124 m and a diameter of 41 mm. 

The heat source supply method is determined by the internal 
temperature of the environment and the target temperature. It must 
have a high heating capacity relative to the required heat load, con-
sidering the greenhouse insulation efficiency, external tempera-
ture, and weather conditions specific to each region. In addition, 
excessively high or low heat sources in specific areas can cause 
problems with crop growth. Therefore, various heating systems are 
required, depending on the location of the smart farm and the char-
acteristics of the crops being cultivated. The internal environmen-
tal temperature for prediction was measured at a height of 1 m 
above the ground using a thermocouple (GTPK-02-17) (Figure 
3c). External meteorological data (external temperature, external 
humidity, solar radiation, and internal temperature) were measured 
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Figure 2. Schematic of the greenhouse energy supply system.

Figure 3. Pellet boiler (a), heat-storage tank (b), and interior view of a greenhouse (c).



using a weather observation device (JNGW100, JINONG) 
installed outside the greenhouse. The recorded data were logged at 
1-min intervals using a data logger (GL840, GRAPHTEC Co., 
Japan) (Table 1).  

Baseline control scenario and estimation of heat-
ing-operation reduction 

The baseline scenario was defined as the conventional on/off 
heating control used in the experimental greenhouse. In this sys-
tem, the pellet boiler, heat-storage tank, and tube-rail heating sys-
tem were operated to maintain the internal air temperature within 
the target range of 17-20°C. The DDPC scenario was evaluated by 
using the forecasting model to determine whether heating supply 
could be stopped earlier before the internal temperature reached 
the upper set-point. 

The reduction effect was evaluated using the difference in 
heating supply operation time between the conventional control 
model and the DDPC-based control model. Because direct pellet-
fuel consumption was not measured separately for each control 
scenario, the estimated reduction should be interpreted as a heat-
ing-operation-time-based indicator rather than as a direct fuel-con-
sumption measurement. 

Extracting characteristic variables 
Data characteristic analysis is an essential process for identify-

ing the key variables that affect the internal environment of a 
greenhouse and for investigating the statistical relationships 
between the collected data. We used Pearson’s correlation coeffi-
cient method for the correlation coefficient calculations, which is 
useful for numerically representing the strength and direction of 
the linear relationship between variables. Pearson’s correlation 
coefficient can be calculated as follows: 
 
r = Σ[(x_i – x̄)(y_i - ȳ)] / √{Σ(x_i – x̄)² Σ(y_i - ȳ)²}         (Eq. 1) 

 
where: yi, observed values of each variable; x̄, ȳ, mean values of 
each variable; r, correlation coefficient. 

A correlation coefficient, r, value close to +1 indicates a strong 

positive linear relationship, whereas a value close to −1 indicates a 
strong negative linear relationship. A value near zero indicates a 
lack of a linear relationship between the two variables. Using this 
formula, the analysis results clearly demonstrate the correlation 
characteristics between the variables. Selecting variables with high 
correlations can improve the prediction accuracy of the model and 
maximize the data processing efficiency by eliminating unneces-
sary variables. 

Data preprocessing 
During the preprocessing stage, the selected data underwent 

data reduction, including outlier analysis and dimensionality 
reduction. During the data cleansing process, the format of the data 
was standardized, missing values or gaps were handled, and 
unnecessary values were either removed or imputed to improve 
data quality. Generally, noisy data are removed using imputation, 
regression, or clustering. However, for the greenhouse system 
under analysis, which is strongly influenced by natural phenome-
na, the basis for determining the outliers is insufficient. Therefore, 
the dataset was constructed using all collected information, and 
any missing values resulting from various errors were handled by 
removing the corresponding data points (rows) using the list-wise 
deletion method (Abasilim et al., 2024). Furthermore, using the 
selected data as is could impact model training owing to the large 
absolute value differences between the input data. Therefore, the 
analysis was performed using normalization.  

Data preprocessing methods encompass two main techniques: 
feature normalization and mean centering. Mean centering adjusts 
data by shifting it around its mean to facilitate learning and reduce 
certain types of bias effects. However, it is highly vulnerable to the 
influence of extreme values and outliers (Kim et al., 2017). 
Conversely, feature normalization involves dividing each feature 
value by its standard deviation. This approach enhances model per-
formance, ensuring consistency even with varying training data 
sizes (Aggarwal, 2018) (Eq. 2). Hence, in this study, where the 
connection between data collections was crucial, analysis was per-
formed using feature normalization (Chang et al., 2019). This step 
is essential for enhancing the accuracy of the analysis and optimiz-
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Table 1. List of data collected. 

Measurement data                                                       Variables                                    Units                                                          Values 

External temperature*                                                                     ET                                                  °C                                                                     Various 
External humidity*                                                                          EH                                                  %                                                                     [0, 100] 
Dew point*                                                                                      DP                                                  °C                                                                     Various 
Solar radiation*                                                                               SR                                               W/m2                                                                  Various 
Wind direction*                                                                              WD                                                   -                                                                       0-360° 
Wind speed*                                                                                   WS                                                 m/s                                                                    Various 
Rain detection*                                                                               RD                                                   -                                                                        [0, 1] 
Nutrient solution weight**                                                           NSW                                               kg/s                                                                    Various 
Substrate temperature**                                                                  ST                                                  °C                                                                     Various 
Drainage weight**                                                                         DW                                                kg/s                                                                    Various 
Heat storage tank input temperature**                                        HSTin                                               °C                                                                     Various 
Heat storage tank output temperature**                                     HSTout                                              °C                                                                     Various 
Internal temperature**                                                                     IT                                                   °C                                                                     Various 
Internal humidity**                                                                         IH                                                   %                                                                      [0,100] 
*External weather station data; **greenhouse internal environment data. 



ing the model performance. 
 

x’ij = (xij – xmin,j) / (xmax,j – xmin,j)                                          (Eq. 2) 
 

where: x’ij, standardized index value; xmin,j, value of the j-th dimen-
sion of the i-th data; xmax,j, maximum value of the j-th feature. 

Split data training and testing  
To enhance the reliability of an ML model, it is crucial to sep-

arate the training data from the validation data. Based on previous 
research results (Oh et al., 2022), we developed a model using 8-
day training data (11,520 data points). For each predictive model, 
7 d (10,080 data points) of data were used for training, and 1-day 
training data (1,440 data points) were used for model verification 
(testing). Subsequently, a model was developed sequentially using 
the remaining data. 

Algorithm selection 
To effectively use normalized data through preprocessing, it is 

essential to select an analysis method that suits the characteristics 
of the target system. The internal environment of a greenhouse 
changes over time and is influenced by real-time external condi-
tions, resulting in the appearance of various characteristics in the 
data. Therefore, the data collected over time were assumed to 
maintain a certain level of stationarity, and based on this assump-
tion, a greenhouse internal temperature prediction model was 

developed using artificial neural networks. 
Studies on supervised learning using regression analysis have 

been widely conducted (Ariga et al., 2018; Aggarwal, 2018; Huh, 
2017; Muller and Guido, 2017). RNNs are fundamentally suitable 
algorithms for analyzing and predicting temporally continuous 
data. RNNs can model the temporal dependencies between inputs 
by maintaining an internal state (memory). This is particularly use-
ful when data characteristics are interdependent in chronological 
order, such as in time-series data. In addition, because RNNs 
process data sequences step-by-step and pass the internal state to 
the next step, they can learn the underlying patterns of sequential 
data (e.g., trends or seasonality). By learning the complex relation-
ships between data points, RNNs can predict future environmental 
changes. 

Model structuring method 

Prediction and forecasting models 
Figure 4a illustrates the data labeling method used for the pre-

diction models. The training data included past data used to train 
the model (e.g., time-series data of external temperature, external 
humidity, radiation, and internal temperature labeled within the 
same timeframe). These data were used by the prediction model to 
estimate the current internal state. Figure 4b illustrates the data-
labeling method applied to the forecasting models. In addition to 
past data, the training dataset includes “forecasting data” labels to 
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Figure 4. Labeling methods for data used in prediction and forecasting models.



predict future states. The “Gap labeling” that occurs here is crucial, 
as it allows the forecasting model to consider the time interval 
between the present and the future. Finally, the model was devel-
oped using data from the previous 7 d to predict and forecast up to 
one day ahead. 

Hyper-parameters 
Existing simulation models exhibit characteristics in which the 

internal flow changes based on boundary condition variations with 
each data transmission method (e.g., nodes or meshes), as deter-
mined by finite element analysis (FEA) or the finite element 
method (FEM). Therefore, the final convergence state reached by 
the actual values owing to changes in the boundary conditions 
determines the prediction results. The number of iterations varied 
according to the actual boundary conditions and meshes that drove 
the simulation. ML iteration learning is defined as follows and is 
related to the concept of hyperparameter epochs (Oh et al., 2024b): 

 
Iteration = N / B                                                                  (Eq. 3) 

 
An epoch is defined as the state in which learning over the 

entire dataset is complete:  
 

Epoch = one complete pass through the full training dataset       (Eq. 4) 
 
The performance of an ML model can vary depending on the 

number of epochs (Lederrey  et al., 2021; Muller and Guido, 
2017). To clearly define the learning characteristics, model opti-
mization was performed with the delta value of the early stopping 
function set to 10-⁴. Table 2 lists the final model development con-
ditions. 

The importance of the parameters and hyperparameters is cru-
cial in the training process of an ML model. The parameters are 
updated during the training process, whereas hyperparameters 
(e.g., learning rate and regularization) are used to adjust the train-
ing process. Several methods, including grid, manual, random, and 
Bayesian searches, can be used to tune the hyperparameters. In this 
study, a grid search method was employed for model development 
(Aggarwal, 2018). The Adam optimization function and MSE loss 
function were used for model optimization. The Adam optimizer 
was set at an initial learning rate of 0.001 to optimize the weights 
and biases of the model. The MSE loss function was used to min-
imize the difference between the predicted and actual values 
(Smith et al., 2017). 

Therefore, the ML model can learn the correlations between 
the input and output data, allowing for the optimization of the algo-
rithm selection and hyperparameters. The model development 
process in this study was conducted using Python-based deep-

learning libraries, TensorFlow, and the Keras interface. To ensure 
model stability, the Seed() function was used, and appropriate iter-
ations were performed to prevent underfitting and overfitting (Oh 
et al., 2024b). The ML model developed in this study was applied 
to predict the internal environment of a greenhouse with high accu-
racy and precision. This contributes to the effective modeling and 
prediction of the characteristics of real-time changing data. 

Model evaluation 
The correlation between the experimental and simulation 

results was verified using the coefficient of determination (r2) (Eq. 
5), and the optimal model was selected using the root-mean-square 
error (RMSE) (Eq. 6) (Oh et al., 2019): 

 
R² = 1 – [Σ(Yi – Xi)² / Σ(Yi - Ȳ)²]                                  (Eq. 5)                
 
where: Yi, i-th measured value; Xi, i-th estimated value; r2, coeffi-
cient of correlation. 
 
RMSE = √[(1/n) Σ(Xi – Yi)²]                                            (Eq. 6) 
  
where: di, difference between the i-th estimated and i-th measured 
values; Yi, i-th measured value; RMSE, root-mean-square error. 

Statistical analysis 
The Wilcoxon signed-rank test was applied to evaluate 

whether the performance differences between the models were sta-
tistically significant. This non-parametric test was selected because 
it does not assume normality and is suitable for paired comparisons 
of model performance metrics. 

 
 
 

Results 

Extracting characteristic variables 
Figure 5 illustrates the correlation analysis results of the vari-

ous external environmental data collected over 55 d and the inter-
nal greenhouse temperatures in this study.  

First, there was a strong positive correlation between the inter-
nal and external temperatures. This was attributed to the significant 
heat transfer between the inside and outside of the greenhouse, 
which was constructed using thin vinyl or glass materials to ensure 
sufficient solar radiation transmission for crop growth. In addition, 
the heat source supplied from the storage tank to the greenhouse 
demonstrated a high correlation with the internal temperature, as it 
directly controlled the internal temperature. It was initially expect-
ed that solar radiation would have the most significant impact on 
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Table 2. Model development conditions. 

Item                                                                                                                                                   Value 

Algorithms                                                                                                                                                  RNN, LSTM, GRU 
Hidden layer                                                                                                                                                            100 
Optimizer                                                                                                                                                               Adam 
Learning rate                                                                                                                                                          0.001 
Loss function                                                                                                                                                          MSE 
Batch size                                                                                                                                                                256 
Epochs                                                                                                                                                   Early stopping (delta 10−4) 
GRU, gated recurrent units; LSTM, long short-term memory; RNN, recurrent neural network.  



internal temperature changes. However, the relatively low correla-
tion observed was likely attributable to the inclusion of nighttime 
data when there was no solar radiation. 

Internal and external humidity demonstrated a negative corre-
lation with internal temperature, which is attributed to the temper-
ature-reduction characteristics caused by moisture evaporation. 
Moreover, during the winter experiments, no ventilation was used, 
except at the entry and exit for internal environment checks, result-
ing in a low correlation with the wind speed or direction, as these 
factors do not affect the internal temperature. The rainfall sensor 
data, which were binary (zero and one), demonstrated a low corre-
lation with the internal temperature. 

Finally, the irrigation and drainage amounts related to plant 
growth demonstrated a correlation coefficient close to zero, which 
was likely due to the relatively small amounts supplied relative to 
the greenhouse system scale. However, the medium temperature 
exhibited a high correlation, which was attributed to the heating 
effect of solar radiation and rapid heat supply from the nearby tube 
rail. Based on the final correlation analysis results and the physical 
relevance of greenhouse heat gain, the internal temperature, exter-
nal temperature, humidity, dew point, solar radiation, medium tem-
perature, storage tank inlet and outlet temperatures, and internal 
humidity data were selected to develop the subsequent ML model. 
Although the overall Pearson correlation between solar radiation 
and internal air temperature was lower than initially expected, this 
was mainly attributed to the inclusion of nighttime data, during 
which solar radiation was zero. Therefore, solar radiation was 
retained as an input variable for subsequent model development 
because of its physical relevance to daytime greenhouse heat gain. 

Algorithm selection 
The RNN algorithm uses the tangent hyperbolic (tanh) activa-

tion function to determine the current input and previous hidden 
state. This information was passed on to the next hidden unit and 
finally to the output layer to predict the internal temperature. By 
repeatedly transmitting the previous hidden state to the next time 
step in each stage, the model can capture the data flow over time. 
However, as the data sequence lengthens, the RNN might suffer 
from a vanishing gradient problem, which can reduce the accuracy 
of the model. To address this issue, LSTM and GRU algorithms 
were proposed. 

The LSTM algorithm includes input, forget, and output gates 
that are specifically designed to effectively learn long-term 
dependencies by updating the cell state (Hochreiter and 
Schmidhuber, 1997; Wei et al., 2019). It combines the information 
extracted from the input data and the previous cell state to generate 
new cell and hidden states, which were processed through a dense 
layer to predict the internal temperature. This approach helps mit-
igate the vanishing gradient problem (Chang et al., 2019; François, 
2017). 

Finally, the GRU is a simplified version of LSTM that uses 
only two gates: update and reset. These gates use sigmoid and tanh 
activation functions to calculate the new hidden state. By efficient-
ly combining the previous hidden state and input, the GRU dis-
cards unnecessary information while retaining essential informa-
tion, thus enhancing computational efficiency and reducing com-
putational load (Choi et al., 2012; He et al., 2022). An internal 
temperature prediction model was developed using these algo-
rithms. The selected models were evaluated not only in terms of 
predictive accuracy but also considering computational efficiency 
for real-time control applications. 

Prediction and forecasting model results 
Based on the results of the correlation analysis of the data col-
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Figure 5. Correlation analysis of environmental variables in a greenhouse.



lected over 55 d, models were developed using the selected vari-
ables. Each model was developed over an 8 d cycle, with 7 d used 
for training and the last day for validation. A total of 48 models 
were developed for each algorithm type, with each model includ-
ing one prediction model at the 0-min interval and three forecast-
ing models at the 30-, 60-, and 120-min intervals, resulting in 192 
individual models for the performance evaluation. In ML models, 
parameter weights are updated through iterations to improve 
model performance (Muller and Guido, 2017). 

All the models were trained under an early stopping condition, 
in which training was halted if the change in the loss value was less 
than 10-4. The number of epochs and performance metrics (r2, 
RMSE) for each model were derived. The average values of the 
development characteristics (epochs, average accuracy, and preci-
sion) of all models according to the algorithm and time interval are 
presented (Table 3). 

All the algorithm results demonstrated that as the time interval 
increased, the r2 values decreased and the RMSE values increased, 
indicating a decline in the model performance. The number of 
epochs also increased, probably because of the growing complex-
ity of the temporal relationships in the data as the time interval 

widened, necessitating additional computations to bridge the infor-
mation gap. These computations are essential for accurately mod-
eling the data relationships between different time points and 
maintaining prediction accuracy. Consequently, more epochs were 
performed to learn the flow and changes in information over 
longer intervals. 

Overall, the differences in r² and RMSE among the models 
were small across all forecasting intervals, indicating comparable 
predictive capability. 

All p-values were greater than 0.05, indicating no statistically 
significant differences between the models in terms of their predic-
tive performance (Table 4). Therefore, model selection should con-
sider computational efficiency rather than marginal-performance 
differences. Accordingly, the GRU algorithm required fewer train-
ing epochs, indicating higher computational efficiency, and is thus 
the most practical choice.  

Figure 6 illustrates the results of the internal temperature pre-
diction for a specific date (January 5, 2023) using different algo-
rithms. The results for the 0-min time interval shown in Figure 6a 
demonstrate a high predictive performance, rendering it effective 
for real-time internal environment changes. The prediction models 
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Figure 6. Comparative analysis of the internal temperature using different algorithms at different forecasting intervals (0, 30, 60, and 120 min).

Table 3. Comparative analysis of the average prediction model performance by algorithm. 

Time interval                            RNN                                                  LSTM                                                 GRU                          Model type 
(min)                     Epoch              r2           RMSE          Epoch              r2            RMSE           Epoch            r2          RMSE                   
0                                92.2195           0.9141         0.8664           137.0732          0.9127          0.8787            115.5854        0.9091        0.8860             Prediction 
30                              93.3658           0.8096         1.2440           168.5854          0.8281          1.1827            150.0732        0.8297        1.1773           Forecasting 
60                              86.8048           0.7107         1.6583           199.7073          0.7519          1.5252            186.6341        0.7455        1.5379           Forecasting 
120                           108.7317          0.6072         2.1572           249.9268          0.6602          2.0255            235.5610        0.6545        2.0366           Forecasting 
GRU, gated recurrent units; LSTM, long short-term memory; RNN, recurrent neural network.  



closely matched the experimental data, especially during peak and 
trough periods, indicating a strong ability to capture internal tem-
perature dynamics, despite minor deviations. 

As 0-min interval models are designed for real-time analysis, 
their practical application in control systems is limited owing to 
their inability to effectively predict future changes. By contrast, the 
forecasting models at the 30-, 60-, and 120-min intervals demon-
strated a higher potential for application in real greenhouse envi-
ronments (Figure 6 b-d). Forecasting models are more useful for 
maintaining internal environment plans and control purposes 
because of their ability to handle longer time intervals and can be 
applied to a broader range of applications. 

The forecasting model results for the 30-, 60-, and 120-min 
intervals indicated an increasing prediction error with an increase 
in the time interval. Notably, between 6 AM and 12 PM, when the 
temperature increased sharply, all models closely followed the 
actual temperature changes. However, with an increase in the time 
interval, discrepancies between the predicted and actual data 
became evident. In particular, the 30- and 60-min forecasting 
model predicted a faster temperature increase than the actual data, 
whereas the 120-min model predicted a decrease. During the tem-
perature drop between 3 p.m. and 6 p.m., the accuracy and preci-

sion of the models determined their consistency with the actual 
data. At night, all the models except the 120-min forecasting model 
matched the actual data well. This enables earlier adjustment of 
heating operation, contributing to more efficient energy use in 
practical greenhouse environments. From an agricultural engineer-
ing perspective, the forecasting horizon should be selected by bal-
ancing proactive heating control and crop-temperature safety. The 
average RMSE observed in the field data is acceptable for screen-
ing practical control strategies, but the error becomes more impor-
tant when the forecast is used to stop heating before the set-point 
is reached. In particular, longer forecasting horizons can accumu-
late temporal error and may cause excessive interruption of heat 
supply during rapid temperature changes or nighttime cooling peri-
ods. Therefore, the 120-min horizon should be regarded as a 
model-failure or high-risk case for practical heating control, 
whereas the 30- and 60-min horizons provide a more reasonable 
compromise between operational energy reduction and crop safety. 
The RNN demonstrated a notable performance decline at longer 
time intervals because of its short-term memory limitations, 
whereas the LSTM and GRU effectively handled long-term 
dependencies and maintained a more stable performance. In partic-
ular, the GRU exhibited performance comparable to that of the 
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Figure 7. DDPC performance and heating-operation reduction using the recurrent neural network algorithm and varying time shifts.

Table 4. Results of the Wilcoxon signed-rank test for model comparison. 

Comparison                                                 r² (p)                                                                              RMSE (p) 

RNN vs LSTM                                                       0.214                                                                                             0.746 
RNN vs GRU                                                         0.336                                                                                             0.777 
LSTM vs GRU                                                       0.557                                                                                             0.614 
GRU, gated recurrent units; LSTM, long short-term memory; RNN, recurrent neural network.  

 



LSTM at intermediate time intervals (60 and 120 min) while 
requiring fewer training epochs. Considering computational effi-
ciency, one model demonstrated advantages in real-time control 
applications. 

Heating operation reduction characteristics 
Figures 7 to 9 illustrate the results of the DDPC using various 

time-lagged prediction models based on different algorithms for 
January 5, 2023. The left axis illustrates the internal temperature 
based on the experimental, predicted, and control values, whereas 
the right axis demonstrates the heating supply curve from the tank 
to the greenhouse, normalized between zero and one, and repre-
sented by a dotted line. This normalization process ensures consis-
tent results across various environmental conditions because the 
actual temperature supplied from the pellet boiler to the storage 
tank varies daily depending on the surrounding conditions. 

The prediction model in Figure 7a, which uses the RNN algo-
rithm, exhibits high accuracy and precision, with an r² value of 
0.9971 and RMSE of 0.1983. However, prediction models cannot 
be used for control because they do not forecast future environ-
ments. Figure 7 b-d show the results of the forecasting models 
using the gap-labeling technique with time delays. The r² value 
decreased with an increase in the time delay in each graph, and the 
RMSE increased, indicating a decline in the forecasting model per-
formance. This trend is typical, as longer forecasting times gener-
ally reduce model performance, which is a common phenomenon 
in various future prediction models (Wang et al., 2024). Figures 8 
and 9, which present the results obtained using the LSTM and 
GRU algorithms, respectively, also exhibit similar trends. As the 
time delay increased, both models demonstrated a decline in accu-
racy, highlighting the common challenge of sustaining prediction 
accuracy over extended forecasting horizons (Graves, 2012; Liu et 

al., 2024). 
Each model forecasts the future based on the shifted time inter-

val, allowing for control data usage to determine the time required 
to reach a control temperature of 20°C. Specifically, in Figure 7 b-
d, Figure 8 b-d, and Figure 9 b-d, the forecasts are 30-, 60-, and 
120-min ahead, respectively, facilitating a pre-emptive cessation of 
the heating energy supply. The newly controlled heating energy 
supply curve is represented by the green dotted line, and the final 
internal environmental temperature is indicated by the green line. 
The difference between the forecasted and optimally controlled 
temperature curves is indicated in yellow. 

The practical applicability of the GRU model and the resulting 
energy-saving characteristics are discussed (Figure 9). The model 
in, in which the energy supply was halted 30 min earlier, exhibited 
minimal energy-saving effects (Figure 9b). The 60-min forecasting 
model shown in Figure 9c delayed the internal temperature rise 
and reduced the peak temperature by about 2°C. However, the 120-
min forecasting model shown in Figure 7d had the lowest accuracy 
and precision because of the extended forecasting time, leading to 
a prolonged halt in the heat supply. Although it forecasted the time 
to reach 20°C (the temperature at which the heating system was 
switched off), similar to the other models, the predicted time 
appeared earlier, and the controlled result showed a drop in the 
internal temperature to 12°C, making it unsuitable for maintaining 
a conducive growth environment. Therefore, a maximum forecast-
ing time of 60 min was deemed appropriate for DDPC. The 
observed reduction in heating operation time reflects a decrease in 
unnecessary energy usage, indicating the improved operational 
efficiency of the greenhouse system under real conditions. 
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Figure 8. DDPC performance and heating-operation reduction using the LSTM algorithm and varying time shifts.



Estimated heating-operation reduction 
The reduction characteristics of the greenhouse heating opera-

tion were evaluated using the difference in heating supply opera-
tion time between the conventional control model and the DDPC-
based control model. This comparison was conducted under the 
same measured environmental conditions, and the conventional 
on/off control scenario was used as the baseline. The heating sup-
ply time difference was calculated as follows: 

 
ESTD = ESTCCM – ESTOCM                                               (Eq. 7) 
 
where: ESTD is the energy supply time difference, ESTCCM is the 
energy supply time under the conventional control model, and 
ESTOCM is the energy supply time under the DDPC-based control 
model. If ESTD is positive, the DDPC-based control model 
reduces heating supply operation time relative to the conventional 

baseline. Therefore, ESTD was used as a practical operation-based 
indicator of potential energy reduction. The operation-time-based 
reduction ratio was calculated as follows: 

 
Heating-operation reduction ratio (%) = (ESTD / ESTCCM) × 100   
                                                                                            (Eq. 8) 

 
This ratio should be interpreted as an estimated reduction in 

heating supply operation time rather than a direct measurement of 
fuel or thermal energy consumption. The daily reduction ratio var-
ied depending on the heating demand, outdoor conditions, and the 
forecasting horizon. In some cases, the difference converged to 
zero because the internal temperature did not fall below the lower 
set-point, and heating was not activated. In other cases, the DDPC 
result changed the timing of heat-supply interruption and reduced 
unnecessary operation time. 
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Figure 9. DDPC performance and heating-operation reduction using the GRU algorithm and varying time shifts.

Figure 10. Daily reductions in energy supply operation times. Figure 11. Calculated daily heating-operation reduction ratios. 



The results indicate that the 30- and 60-min forecasting hori-
zons are more suitable for practical greenhouse heating control. The 
30-min horizon provided conservative control with a relatively 
small reduction effect, whereas the 60-min horizon provided a more 
meaningful reduction while maintaining a safer temperature range 
(Figures 10 and 11). In contrast, the 120-min horizon increased the 
risk of excessive heating interruption and low-temperature stress. 
Accordingly, the reported 5-15% value is presented as a potential 
reduction in heating supply operation time under the tested pellet-
boiler greenhouse conditions, not as a directly verified fuel-con-
sumption saving. 

 
 

Conclusions 
These findings highlight the practical value of integrating 

short-term forecasting models into real-time greenhouse heating-
control strategies. This study does not aim to introduce a novel ML 
algorithm; rather, it demonstrates the field-based implementation 
of forecasting-based control in a real greenhouse equipped with a 
pellet boiler, heat-storage tank, and tube-rail heating system. The 
results indicate that 30- and 60-min forecasting horizons can pro-
vide a reasonable balance between proactive heating control and 
crop-temperature safety, whereas longer horizons such as 120 min 
may increase the risk of excessive heating interruption and low-
temperature stress. The proposed DDPC approach showed a poten-
tial 5%-15% reduction in heating supply operation time compared 
with the conventional on/off control scenario. However, this value 
should be interpreted as an operation-time-based estimate obtained 
from a single winter pellet-boiler greenhouse, rather than as a 
direct measurement of pellet-fuel consumption. For practical 
greenhouse operation, the main takeaway is that forecasting hori-
zons should be selected conservatively to avoid crop damage while 
reducing unnecessary heating operation. Further validation using 
direct fuel-consumption measurements, multiple greenhouse types, 
different crops, and diverse climatic conditions is required before 
broader generalization. 
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